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MOUNTING GASKET

\—OPTIONAL ELECTRICAL
PENETRATION
SUGGESTED OPTIONAL

ELECTRICAL PENETRATION

TYP ALL AROUND

1/2" KNOCKQUT _/ \

TOP GASKET
TYP ALL AROUND

PLAN VIEW — COVER REMOVED

BOTTOM VIEW
A’ INCH P/N DESCRIPTION
15 21000101 GTS 16 VO - Single Ended EncopsuLamp™ - Single Pack
19 21000201 | GTS 20 VO - Single Ended EncapsulLamp™ - Sihgle Pack
23 21000301 | GTS 24 VO - Single Ended EncapsuLamp™ - Single Pack
29 21000401 | GTS 30 VO - Single Ended EncopsulLamp ™ - Single Pack
35 21000501 | GTS 36 VO - Single Ended EncapsulLamp™ - Single Pack
41 21000601 | GTS 42 VO - Single Ended EncapsuLamp™ - Single Pack
60 21000801 | GTS 61 VO - Single Ended EncapsulLamp™ - Single Pack
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SLN[X] — ONE CONNECTOR IS SEALED
(NOT FOR USE)
SIDE VIEW — COVER REMOVED
NOTES: c 9/11/24 REVSED DIMENSIONS
1. UL/CUL LISTED ABQK. B 9/21/22 REVISED WIRING DETAILS
2. FOR INDOOR / OUTDOOR USE R:’ 6/;;421 ADED L;:‘:ﬁ‘;_’:nm“ o

3. 20 AWG POWDER COATED STEEL
4. (1) 1/2" ELECTRICAL KNOCKQUTS.
5. (4) MOUNTING HOLES.

GENERAL:

1. REFER TO PRODUCT IOM FOR INSTALLATION DETAILS.
2. USE INTERLOCK SWITCHES ON ALL ACCESSES TO LAMPS.

3. CAUTION: NEVER LOOK AT LAMPS WHEN LT - EYE
AND SKIN DAMAGE MAY RESULT FROM EXPOSURE.
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