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Align and twist on 
power cap.

Plug power adapter 
into 120V

Insert mounting bracket
into hole and secure with

the 3 screws provided.

REPLACE LAMP ANNUALLY 

REPLACEMENT LAMP P/N:  57033559 
(877) 884.4822     WWW.UVRSOURCES.COM

P/N:  57000090  Rev. D

POWER SUPPLY INPUT: 24V AC/DC 50/60Hz–1A (22VA)

INSTALLATION TEMPLATE
APPLY THIS TO DESIRED LOCATION

CAUTION: Using other than stated voltages will void 
warranty and damage UV-C unit and 
other components.  Refer to installation 
manual for more detailed installation 
instrucutions.

CAUTION: Cut “shallow” hole only to avoid
cutting wires or refrigerant lines

Step 1 Use 2 7/8” hole saw or snips; 
Cut hole for mounting bracket

WARNING: NEVER EXPOSE UNPROTECTED
EYES AND SKIN TO UV-C LIGHT

Step 2 Step 3

Put lamp into power
supply. Insert both into 
mounting bracket and 

twist clockwise.

Tighten until it stops.
Slide yellow safety 

latch in.

Step 4

Step 5


