TYPICAL DISTRIBUTION OF UV ENERGY IN THE UPPER AIR ZONE
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APPLICATION NOTES: TYPICAL SMALL ROOM
1. AT LEAST 40uyW/cr? OF UV ENERGY IN ALL
AREAS OF UPPER ROOM UV ZONE IS RECOMMENDED.
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FIXTURE BOTTOM MUST BE MOUNTED 7 FEET (84”) OR HIGHER. GLO ROOM LAYOUT
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