LAMPS OVERLAP IN CENTER OF RTU

UV-C FIXTURES INSTALLS FROM OPPOSITE
SIDE. LOCATE FIXTURE 1-5/8" HIGHER THAN
FIXTURE SHOWN ON RTU ACCESS SIDE.

NECEESSARY CONDUIT, TOGGLE SWITCH
AND ELECTRICAL SERVICE BY OTHERS
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GENERAL: WRITTEN PERMISSION IS PROHIBITED
1. REFER TO PRODUCT IOM FOR INSTALLATION DETAILS. OTHERWISE SPECIFIED, STANDARD TOLERANCE APPLIES
2. USE INTERLOCK SWITCHES ON ALL ACCESSES TO LAMPS.
3. CAUTION: NEVER LOOK AT LAMPS WHEN LIT — EYE AND SKIN DEPT APPROVAL DATE
DAMAGE MAY RESULT FROM EXPOSURE. PROD
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